
Manufacturer: Ingeteam Power Technology

Model #: Ingecon Sun 660TL U X275 Indoor

Rated Maximum Continuous Output Power: 660 kW Night Tare Loss: 120.0 W

Vmin: 460 Vdc Vnom: 605 Vdc Vmax: 750 Vdc

Power Level (%; kW)

10% 20% 30% 50% 75% 100%

Input Voltage (Vdc) 66 132 198 330 495 660 Wtd

Vmin 460 96.3 96.8 97.1 97.3 97.1 96.5 97.1

Vnom 605 96.0 96.5 96.7 97.0 97.0 96.6 96.9

Vmax 750 95.7 96.1 96.4 96.8 96.8 96.3 96.6

CEC Efficiency = 97.0%
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Manufacturer: Ingeteam Power Technology

Model #: Ingecon Sun 660TL U X275 Indoor

Rated Maximum Continuous Output Power: 660 kW Night Tare Loss: 120.0 W

Vmin: 460 Vdc Vnom: 605 Vdc Vmax: 750 Vdc

Power Level (%; kW)

10% 20% 30% 50% 75% 100%

Input Voltage (Vdc) 66.00 132.00 198.00 330.00 495.00 660.00 Wtd

Vmin 460 98.3 98.3 98.3 98.3 98.0 97.6 98.1

Vnom 605 98.0 97.9 98.0 98.1 97.9 97.6 97.9

Vmax 750 97.6 97.5 97.6 97.9 97.7 97.4 97.7

Inverter Efficiency w/o Transformer= 98.0%
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Transformer Efficiency

Power Level (%; kW)

10% 20% 30% 50% 75% 100%

Input Voltage (Vdc) 66.00 132.00 198.00 330.00 495.00 660.00 Wtd

Vmin 98.0 98.5 98.7 98.9 99.1 98.9 98.9

Vnom 98.0 98.5 98.7 98.9 99.1 98.9 98.9

Vmax 98.0 98.5 98.7 98.9 99.1 98.9 98.9
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Inverter Efficiency Data

Minimum of 5 samples required

Specified Sample #1 Sample #2 Sample #3 Sample #4 Sample #5

Output 

Power Input Voltage Output Power

Input 

Voltage Efficiency

Output 

Power Input Voltage Efficiency

Output 

Power Input Voltage Efficiency

Output 

Power Input Voltage Efficiency

Output 

Power Input Voltage Efficiency

(% of rated) (Vdc) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%)

10% Vmin 65.19 462.08 98.34 65.38 461.91 98.30 65.78 462.05 98.29 65.67 461.95 98.31 65.54 461.97 98.32

20% Vmin 140.82 460.27 98.30 140.68 460.33 98.30 140.70 460.30 98.30 141.24 460.25 98.31 140.59 460.44 98.30

30% Vmin 208.72 460.84 98.35 208.63 460.71 98.35 208.67 460.90 98.35 208.42 460.78 98.35 208.20 460.80 98.35

50% Vmin 304.48 463.06 98.34 304.78 463.08 98.35 304.65 463.15 98.35 305.31 463.20 98.35 305.75 463.14 98.34

75% Vmin 468.79 460.51 98.02 470.38 460.58 98.01 469.80 460.59 98.01 469.14 460.46 98.01 469.14 460.65 98.01

100% Vmin 635.89 462.09 97.60 634.78 462.64 97.61 637.74 462.36 97.61 637.80 462.23 97.61 638.48 462.11 97.61

10% Vnom 64.19 607.68 97.95 64.37 607.75 97.96 64.37 607.69 97.97 64.21 607.84 97.95 64.14 607.61 97.96

20% Vnom 143.83 606.29 97.94 144.02 606.29 97.94 144.69 606.21 97.94 144.52 606.38 97.94 144.06 606.27 97.94

30% Vnom 211.73 606.83 98.00 212.84 606.73 98.00 212.83 606.88 98.00 212.23 606.84 98.01 213.16 606.86 98.00

50% Vnom 302.90 605.77 98.12 303.23 605.58 98.13 303.31 605.66 98.11 302.37 605.67 98.11 302.63 605.68 98.12

75% Vnom 467.18 607.52 97.88 465.83 607.42 97.88 468.06 607.56 97.88 465.29 607.75 97.88 467.96 607.47 97.89

100% Vnom 635.47 608.34 97.53 639.32 608.14 97.54 638.72 608.23 97.53 638.37 607.76 97.53 638.60 607.76 97.53

10% Vmax 63.24 750.13 97.62 63.17 750.24 97.59 63.54 750.22 97.60 63.42 750.27 97.63 63.25 750.19 97.58

20% Vmax 140.78 749.22 97.55 140.48 749.13 97.53 140.83 749.25 97.52 141.31 749.11 97.53 141.44 749.23 97.53

30% Vmax 209.18 749.39 97.64 209.11 749.41 97.64 208.73 749.50 97.63 208.95 749.40 97.64 209.44 749.40 97.64

50% Vmax 304.85 748.75 97.86 305.72 748.74 97.86 305.42 748.69 97.86 304.75 748.50 97.86 306.18 748.85 97.87

75% Vmax 466.43 752.53 97.69 468.13 753.01 97.69 468.31 752.66 97.69 466.37 752.88 97.69 468.59 752.70 97.69

100% Vmax 631.99 751.90 97.41 632.05 751.23 97.42 628.89 751.68 97.41 632.16 752.09 97.42 633.48 751.72 97.41

Specified Sample #6 Sample #7 Sample #8 Sample #9 Sample #10

Output 

Power Input Voltage Output Power

Input 

Voltage Efficiency

Output 

Power Input Voltage Efficiency

Output 

Power Input Voltage Efficiency

Output 

Power Input Voltage Efficiency

Output 

Power Input Voltage Efficiency

(% of rated) (Vdc) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%)
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